Remedial human factors engineering - part 1.
Some generic problems have been observed in present-generation nuclear power plant control rooms. This paper presents an initial attempt to develop remedial solutions. In Part 1, enhancement methodology is discussed in general terms. Part 2 will explore detailed panel enhancement options as applied to a specific case history.